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SECTION 6 
 
6.24 METER COUPLINGS: 
 
 All meters 1-1/2 inches and larger shall be installed with a coupling to allow removal of 
the meter without disturbing the pipe. Couplings shall conform to MS-22. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 




